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PRECAST CONCRETE BOX

CENTERED OVER
OPERATOR NUT, PLUMBED
& CLEAR OF VALVE.
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VALVE BOX, FRAME, &
COVER. SEE SPECIFICATIONS
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FINISH GRADE

DRAWING NOT TO SCALE

DECEMBER 31, 1994

DRAWN BY:
APPROVED BY:
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HORIZONTAL SHAFT
VALVE SETTING

STANDARD
DRAWING NO.
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